
fan
η = 70%

room
UA=103/30 W/K
V = 103 m3 

C = 3 V ρ cp

1 kW internal gains

temperature
sensor

18°C

12°C16°C

30°C

heat recovery
Δp = 200 Pa,
for each flow leg
η = 80%

Setpoint
24°C

cooling coil
Δp = 200 Pa air-side
Δp = 6000 Pa water-side
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